Ground level Police Vault:
Ceiling and wall water damage.




1** floor Emergency Exit:
Door frame and door rotted away.

Plywood over door on outside.
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1* floor Emergency Exit:
Door and door frame beyond repair,
does not lock.
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o™ floor Recreation Closet:
Ceiling tiles and lathe falling down
Plaster breaking down, covered with

plastic,




2" floor Building Department
Raccoon urine in light fixture.




